Warnings and Caution:
- To be installed and/or used in accordance with appropriate electrical codes and regulations.
- If you are not sure about any part of these instructions, consult an electrician.
- Depending on circumstances, it may be convenient to pre-program the receiver prior to final installation.
- Relay Receivers are intended only for use indoors, in dry locations, and with permanently installed fixtures.
- Relay Receivers should not be installed in a location where the unit will be in close proximity to the light bulb(s) or other sources of heat, such as above a ceiling hugger fixture, particularly with higher wattage loads. (See “Operating Temperature” on Specifications Table).
- Exceeding the Voltage or Current Ratings of the LVRX-4 / 8 will void the warranty and may damage the unit.

For optimal radio performance do not mount or place receivers close to the floor or inside a metal housing.

Description:
The Low Voltage Relay Receiver connects wireless light switches and sensors to new or existing control systems. The low voltage receiver responds to up to 80 different transmitters and provides 4 or 8 output channels (dry contact or 8-30V for relay and contactor applications). The outputs can be programmed as either momentary or maintained contacts.

Compatible Devices:
- Single Rocker Self-powered Wireless Light Switch
- Dual Rocker Self-powered Wireless Light Switch
- Dual Rocker Handheld Remote
- Key Card Access Switch
- More transmitters available

Tools Needed for Installation:
- Non-conductive probe (pencil or ballpoint pen)

To Install:
To install the Low Voltage Relay Receiver, select your application from the options below. Follow the instructions for that application. For transmitter installation instructions, see appropriate installation guide(s).

1. Read the Warnings and Caution section before beginning these installation options. Read all steps for this option before taking any action to install receiver.
2. Connect the AC or DC power supply to the power terminals of the Low Voltage Relay Receiver. Polarity does not matter. DC positive can be connected to either terminal.
3. Connect the appropriate wire(s) to the desired Common terminal(s). C1 relates to Relay 1, C2 relates to Relay 2, etc.
4. Connect either Normally Open or Normally Closed for other wires.

NOTE: 8 Channel Low Voltage Relay Receiver only supports the Normally Open option.

Programming:
The receiver must be powered when programming. After programming, settings are retained when power is disconnected. The receiver sensitivity is reduced when in Learn Mode to prevent unintentionally associating unwanted transmitters with the receiver. Transmitters should be within 15 feet (5 meters) of the receiver when programming. Program the receiver in any of the modes below.

Each Low Voltage Relay Receiver unit can be paired with up to 80 transmitters. Each of these associations can be with one or more of the relay channels.

Rocker Mode (default):
In Rocker Mode the receiver responds only on a transmitter press and not on the release. For example, one side of the rocker on a wireless light switch will activate the relay (turn the light ON) when pressed and the opposite side of the same rocker will deactivate the relay (turn the light OFF) when pressed.

Momentary Mode:
In Momentary Mode, each end of the rocker on a wireless light switch acts as a separate button. Each end of the rocker programs separately to 1 or more receivers. When a rocker is pressed the output on the receiver will activate (turning the electrical load ON). When the rocker is released the output will deactivate (turning the electrical load OFF).

Follow the instructions below for the desired programming mode:

Rocker Mode (default) Programming Instructions
1. Read all Rocker Mode programming steps before taking any action to program receiver.
2. Activate Rocker Learn Mode by pressing and holding the LRN button for 1 second (See Figure A). The LED for Channel 1 will begin turning ON and OFF in a slow pattern. The receiver is now in Rocker Learn Mode.
3. When associating a wireless light switch with the receiver, press one end of a switch rocker (See Figure B). The LED will stay ON for about 3 seconds indicating that the receiver has stored the transmitter’s unique ID in its memory.
4. To associate a second transmitter with this receiver, wait until toggling of the LED resumes. Repeat the instructions in Step 3 and Step 4 until the unique IDs of all desired transmitters are stored in the memory of the receiver.
5. Briefly press the LRN button again to advance to Channel 2 then repeat Step 4. Repeat these steps for each channel and appropriate receivers on the Relay Receiver.
6. To exit Learn Mode, press the LRN button again for about 2 seconds or just wait; the receiver automatically exits Program Mode after 30 seconds.

Momentary Mode Programming Instructions
1. Read all Rocker Mode programming steps before taking any action to program receiver in Momentary Mode.
2. While the receiver is in Rocker Learn Mode, press the LRN button to cycle through each of the 4 or 8 channels and back to Channel 1 (See Figure A). The LED for Channel 1 will begin turning ON and OFF in a fast pattern. The receiver is now in Momentary Learn Mode.
3. Follow steps 3-6 of “Rocker Mode Programming Instructions.”

Selective Deleting: Follow the Program Mode steps above to delete a transmitter from a receiver’s memory. Upon pressing the LRN button on a transmitter (See Rocker Mode Programming Instructions, Step 3) which has previously been associated with the receiver, the LED for that Channel will stay OFF for about 3 seconds indicating that the receiver has removed the transmitter’s unique ID.

Clear One Channel: Follow the Program Mode steps above to select the desired Channel. Press and hold the CLR button for about 2 seconds (See Figure C), the memory of only that channel will be deleted.

Clear All: If the CLR button is pressed and held for about 4 seconds (See Figure C), the entire memory of the receiver will be deleted. The receiver will instantly enter the default programming mode (Rocker Mode) indicated by the LED for channel 1 will begin turning ON and OFF.

Specifications:

<table>
<thead>
<tr>
<th>Feature</th>
<th>WSPAS-LV4</th>
<th>WSPAS-LV8</th>
</tr>
</thead>
<tbody>
<tr>
<td>Range</td>
<td>50-150 feet (typical)</td>
<td>50-150 feet (typical)</td>
</tr>
<tr>
<td>Frequency</td>
<td>315 MHz</td>
<td>315 MHz</td>
</tr>
<tr>
<td>Relay Output</td>
<td>0-30 VAC or 0-30 VDC</td>
<td>2A</td>
</tr>
<tr>
<td>Power Supply</td>
<td>8-28 VAC or 8-30 VDC</td>
<td>250 mA</td>
</tr>
<tr>
<td>Output Channels</td>
<td>4</td>
<td>8</td>
</tr>
<tr>
<td>Memory</td>
<td>Stores up to 80 switch IDs</td>
<td>Stores up to 80 switch IDs</td>
</tr>
<tr>
<td>Dimensions</td>
<td>5.12 x 3.21 x 1.1 inches (10.7 x 7.2 x 2.9 cm)</td>
<td>5.12 x 3.21 x 1.1 inches (10.7 x 7.2 x 2.9 cm)</td>
</tr>
<tr>
<td>Operating Temperature</td>
<td>-13° to +140°F (+25° to +60°C)</td>
<td>-13° to +140°F (+25° to +60°C)</td>
</tr>
<tr>
<td>Storage Temperature</td>
<td>-40° to +140°F (-40° to +60°C)</td>
<td>-40° to +140°F (-40° to +60°C)</td>
</tr>
<tr>
<td>Radio Certification</td>
<td>FCC (United States): SZV-TCM2XXC</td>
<td>FCC (United States): SZV-TCM2XXC</td>
</tr>
<tr>
<td>IC (Canada):</td>
<td>5713A-TCM2XXC</td>
<td>5713A-TCM2XXC</td>
</tr>
</tbody>
</table>

Web Version: 02/18-10-00-CA
Each of the four relays has a common terminal. The common terminals are not connected to each other inside the device.

There are four relays in the device. Each relay has three terminals available for external connections: common, form-A, and form-C relays.

In the example shown, the common terminals are externally connected to the positive supply voltage. However, the common terminals can be connected to any voltage within the specifications of the relay terminals. See datasheet.

Relay common terminals:

There are eight relays in the device. Each relay has two terminals available for external connections: common and normally open.

FORM-A RELAYS:

Each of the eight relays has a common terminal. The common terminals of four pairs of relays are tied together, internally, and normally open.

FORM-C RELAYS:

Since the top of the rocker is normally open, this contact is open. In addition, the contacts are open when the top half of the rocker is pressed. Both contacts are closed when the bottom half of the rocker is pressed. The contacts remain open when the rocker is in the off position.

WIRELESS CONTROL SIGNAL UP TO 100 FT. LINE OF SIGHT

Leviton warrants to the original consumer purchaser and not for the benefit of anyone else that this product at the time of its sale by Leviton is free of defects in materials and workmanship under normal and proper use for two years from the purchase date. Leviton’s only obligation is to correct such defects by repair or replacement, at its option, if within such two year period the product is returned prepaid, with proof of purchase date, and a description of the problem to Leviton Manufacturing Co., Inc., Attn: Quality Assurance Department, 201 North Service Road, Melville, New York 11747. This warranty excludes and there is disclaimed liability for labor for removal of this product or reinstallation. This warranty is void if this product is installed improperly or in an improper environment, overloaded, misused, abused, or altered in any manner, or is not used under normal operating conditions or not in accordance with any labels or instructions. There are no other or implied warranties of any kind, including merchantability and fitness for a particular purpose, but if any implied warranty is required by the applicable jurisdiction, the duration of any such implied warranty, including merchantability and fitness for a particular purpose, is limited to two years. Leviton is not liable for incidental, indirect, special, or consequential damages, including without limitation, damage to, or loss of use of, any equipment, lost sales or profits or delay or failure to perform this warranty obligation. The remedies provided herein are the exclusive remedies for anyone under this warranty, whether based on contract, tort or otherwise.

Leviton is a registered trademark of Leviton Mfg. Co. in the United States, Canada, Mexico, and other countries. Other trademarks herein are the property of their respective owners.

LIMITED 2 YEAR WARRANTY AND EXCLUSIONS

For Technical Assistance Call: 1-800-824-3005 (U.S.A. Only) www.leviton.com

Contains FCC ID: SZV-TCM2XXC. Contains IC: 5713A-TCM2XXC

The enclosed device complies with Part 15 of the FCC Rules. Operation is subject to the following two conditions: (i) this device may not cause harmful interference and (ii) this device must accept any interference received, including interference that may cause undesired operation.

FCC COMPLIANCE STATEMENT: Contains FCC ID: SZV-TCM2XXC. Contains IC: 5713A-TCM2XXC

The enclosed device complies with Part 15 of the FCC Rules. Operation is subject to the following two conditions: (i) this device may not cause harmful interference and (ii) this device must accept any interference received, including interference that may cause undesired operation.